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J-Box Layout and Rail Length

Center to Center Layout for J-Boxes - 6’ and 8’ Rails

6’ Rail = 71.5”
8’ Rail = 95.5”
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T —— 6’ Rail = 72" —_——
8’ Rail = 96"
Overall Length - 6" and 8’ Rails

Wiring Diagrams for MLR System

Important:
(eo,, C Do not exceed maximum allowable distance between
o Ballast and furthest socket.

Rail to Ballast - Wire Harness Connections

6/791/;/ Add T-5 lamp length, Arm length and Arm-to-Ballast

° / distance in calculation.
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Example:
A+ B + C = maximum distance allowed
Maximum distance from ballast to furthest socket:
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Emergency ballast with 10§
Vode wire harness Non-Dimming ballast
1 - lamp wiring Lutron 10% dimming 76
. Lutron 1% dimming 7
|-Green B Red Lutron Eco-System Ballast 7
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[ White— Bal IaSt ] Blue — Emergency Ballast with dimming ballast 76
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